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(E) 78C, 3#4/0, 1#1/0(N)
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General Notes:

B.

E

TTY PUBLIC TELEPHONE

For exact location of TTY public telephone, see Architectural sheets.

Water System

Control Station
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X

X X X

X

X
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X
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X X

X
X

To (E) Well Pump House

53C, 4#2, 1#8G (Panel P to Water System Control Station).
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V
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P
V
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P
V

C6

53C, 3#2, 2#10, 1#8G (Panel A to Vending Kiosk).

41C, 1 DLC for loop detector system.
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(E) 78C, 3#4/0, 1#1/0(N) to Service transformer

Relocated (E) Metering and

Service Disconnect Panel
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1 1
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PB No. 6
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53C, 4#8, 1#10G (Area lights and Highway lights).

53C, 2#4, 2#8, 1#10G (Area lights and Highway lights).

15 41C, 2#8.

(E) 103C,

3#2/0

C. Jack conduit underneath existing paved surface where required.

For exact location of Water system, see Water and Waste Water sheets.

D. Sawcut existing paved surfaces at places where required for

installation of underground conduit system.  Patch affected surfaces

to match existing surface.

(E) 35C, 3#12, install 1#12, 1#12G and splice conductors 

inside the (E) light switch box at the Display Kiosk.

11/22/06

21C, 2#12, 1#12G (A11).

53C, 4#8, 2#10, 1#10G (Area lights, Highway lights and 

Display Kiosk and Vending Kiosk exterior lights).

(E) Utility Co. pull box

Install 78C, (E) 3#4/0, 1#1/0(N) per utility co. requirement

E

(E) Display Kiosk

(E) Public

phone

(2 places)
27C, 4#12 (ckt A9, 11), 1#12G (TTY Telephone and Display 

Kiosk’s phone lights & receptacle).

53C, 2#8, 4#12 (ckt A7, 9), 1#12G (Area lights, Display Kiosk 

lights and Display Kiosk public telephone lights & receptacle).

PVC

PV
C

PVC

PVC

PV
C

P
V

C
P
V

C

P
V

C

P
V

C

P
V

C

P
V

C

P
V

C

DISREGARD PRINTS BEARING

EARLIER REVISION DATES

REVISION DATES (PRELIMINARY STAGE ONLY) SHEET OF

BRIDGE NO.

CU

EA

DESIGN

DETAILS

QUANTITIES

BY

BY

BY CHECKED

CHECKED

CHECKED

SHEET

A AC LIFORNI

ST TE OFA

A A ADEP RTMENT OF TR NSPORT TION

DIST. COUNTY ROUTE
TOTAL

TOTAL PROJECT

SHEET

N0. SHEETS

Exp.

R
E

G
S

T E R E D  P R O F E S S O N A L  E N
G

N
E

E
R

S T A T E  O F  C A L F O R N
A

PLANS APPROVAL DATE

No.

V1=1

REGISTERED ENGINEER-ELECTRICAL

ELEC

KILOMETER POST

KM POST

0 10 20 30 40 50 60 70 80 90 100

ORIGINAL SCALE IN MILLIMETERS

FOR REDUCED PLANS

FILE => ee0_4.ad

U
S

E
R

N
A

M
E

 =
>

t
r
l
i
m

D
A

T
E

 P
L

O
T

T
E

D
 =

>
1
4
-
S

E
T

I
M

E
 P

L
O

T
T

E
D

 =
>

1
5
:
3
2

FILE => ee0_4.ad

DATE PLOTTED => 14-SE TIME PLOTTED => 15:32

The State of California or its officers or

agents shall not be responsible for the accuracy

or completeness of electronic copies of this plan sheet.

DOS ELEC (10/98)

DATE

DIVISION OF ENGINEERING SERVICES

WASTEWATER DESIGN

AND

ELECTRICAL-MECHANICAL-WATER

LAKEHEAD SAFETY ROADSIDE REST AREA

UPGRADE AND ADDITION06R0001

11803

J. S. Sandhu

Tommy F. Lee

J. S. SandhuTommy F. Lee

Tommy F. Lee

02305

395801

Dali Zhou/TFL

J. S. SANDHU

4-14-09

3/28/07

DATE

AC

IDENTIFICATION STAMP

DIV. OF THE STATE ARCHITECT

SACRAMENTO REGIONAL OFFICE

02-108545

ANTONIO FLORENDO

3-8-2007

9-30-10

4/14/09

Approval of this plan does not authorize or approve

any omission or deviation from applicable regula-

tions.  Final approval is subject to field inspection.

One set of approved plans shall be available on the

project site at all times.

Reviewed by:

CALIFORNIA STATE FIRE MARSHAL

 APPROVED

Approval date:

CSFM FILE NO. 01-45-11-0067

4/9/2009

MIKE TANAKA

THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.

12092R69.45Sha02

7-13-09

ALL DIMENSIONS SHOWN IN METERS,  EXCEPT AS NOTED
SCALE 1 : 500

ROUTE 5

BC

CB

CB

CB

CB

9

10
CB

53C, 3#6, 1#8G (Panel A, to Break Room Building).

For Loop Detector installation details, see Standard 

Plans sheets RSP ES-5A, ES-5B and RSP ES-5D.

41C, MT (Telephone).

27C, MT (Telephone).
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UTILITY ROOM

AUXILIARY
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Notes:
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16C, 1 video cable, 2 power cables.
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General Notes:

 

 

 

A. 

 

 

3

3

33

3

3

1

2

1

1

For interconnection of CCTV system, see sheet EE1-7.

Mount camera per manufacturer’s recommendations and 

as directed by the Engineer in the field.

COMFORT

STATION
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CCTV SYSTEM
EE1-6

TTB

CCTV

Control Cabinet

41C, 1 DLC

4 For continuation, see sheet EE0-4.
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B. 

 

For CCTV Control  Cabinet, see Architect sheets.

35C, 3 video cables and 6 power cables.

Provide 1.5 meter of extra length of DLC cable and 

coil cable for future hook up.
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