
MEMO TO DESIGNERS· NOVEMBER 1988 ..22-55 


SOUND WALL· DESIGN WEIGHT· CONCRETE MASONRY BLOCK 

Indicated in the table below cue suggested weights that can be used in d.etcnnining the dead load of 
mfi'Ifinm weightmasonry block walls. These weights are average values for completed walls ofvarious 
thickness and are shown in pounds per squme foot ofwall SUtface area. The values shown include the 
weight of themasonry units plDS allowances for the weightof the grout in the cells and bond beams and 
the weight of the mortar between writs. 

CBJ..S WALL THICKNESS 

6" 8" 12" 

Ungrouted 37 45 66 
Grouted @ 32" 47 62 92 
Grouted@ 24. 49 65 97 
Grouted @ 16" 53 71 106 
Solid Gtouted &4 88 132 

In detemrining the weigh~ the following values were assumed: Unit weight of concrete masonry 
125 PCF, unit weight of grout and.monar- 140 ~.bond beam spacing- 4'.0" and a 4% weight 
increase allowance to the UDit weight for manufacmring variations. 

The table values will be approprWe formost ofthe typical block typeS now being used far sound walls. 
Designers are cautioned, however, to verify the weight of fluted or scored units dw have thickened 
face shells, 12" wide block units with llDdersized cells or any special~ with face shell and web 
thicknesses that vary substantially from the minimum thickness n:qltirements ofASTM C 90. 
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